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*This Certificate is based on the evaluation of a representative sample(s) of the above-mentioned product(s) on a voluntary basis. This is to confirm that the tested 
sample(s) were tested to all or part of the standard(s) listed herein, as detailed in the applicable test report(s).  It does not imply the assessment of the production of the 
product or approval of the manufacturing process or facility.  The holder is authorized to use the Certificate to provide evidence of conformity as detailed above with the 
authority of F2 Labs. 

F2 Labs - Maryland 
26501 Ridge Rd 

Damascus, MD 20872 
(301) 253-4500 

F2 Labs - Ohio 
16740 Peters Rd 

Middlefield, OH 44062 
(440) 632-5541 

F2 Labs - Indiana 
8583 Zionsville Rd 

Indianapolis, IN 46268 
(877) 405-1580 

 
  

PLAST-O-MATIC VALVES, INC. 
1384 Pompton Avenue 

 Cedar Grove, New Jersey  07009  USA  
 

Product Name: CAFE, CAFE NITRO 
 

Model(s): CAFEN-1* 
*Denotes actual model tested as worst-case representative of 
product family that includes models CAFEN-1 and CAFE-1. 
 

Report No(s).: F2P26090E-01E Rev1, F2P26090E-02E Rev1, 
F2P26090E-03E Rev1 

 
The above-listed product(s) were tested and found to comply with the following standard(s)*: 
Standard: EN 60730-1:2016+A1:2019 

 
Standard:   EN 60730-2-14:2019 

 
Standard:   EN IEC 61000-3-2:2019 

 
Standard:   EN 61000-3-3:2013+A1:2019 

 
Standard:   Federal Register CFR 47, Part 15, subpart B:2020, Class A 

 
Standard:   ICES-003, Issue 7:2020, Class A 
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Ken Littell 
Vice President of EMC 
Issue Date: 2022-04-26 

 Revision Date: 2022-07-11 


